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AS 1939 Degrees of protection provided by enclosures of electrical equipment (IP code)

AS 1940—(2004 edition) The storage and handling of flammable and combustible liquids (note that
subsection 11.2(b) of AS 1940 does not apply as it is in conflict with Regulation 73—"Fire Protection”
of the Dangerous Goods Safety (Storage and Handling of Non-explosives) Regulations 2007)

AS/NZS 2022 Anhydrous ammonia—Storage and handling

AS/NZS 2106 Methods for the determination of the flashpoint of flammable liquids (closed cup)
AS 2118 Automatic fire sprinkler systems

AS 2337 Gas cylinder test stations (all parts)

AS 2359 Powered industrial trucks (all parts), including part 12 Hazardous areas

AS 2441 Installation of fire hose reels

AS 2507 The storage and handling of agricultural and veterinary chemicals

AS 2714 The storage and handling of hazardous chemical materials—Division 5.2 substances (organic
peroxides)

AS 2832 Guide to cathodic protection of metals (all parts)
AS 2885 Pipelines—Gas and liquid petroleum (all parts)

AS 2896 Medical gas systems—Installation and testing of non-flammable medical gas pipeline
systems

AS/NZS 2906 Fuel containers—Portable—plastic and metal
AS/NZS 2927 The storage and handling of liquefied chlorine gas
AS 3780 The storage and handling of corrosive substances
*AS/NZS 3788 Pressure equipment—In-service inspection

AS/NZS 3833 The storage and handling of mixed classes of dangerous goods in packages and
intermediate bulk containers

AS 3873 Pressure equipment—Operation and maintenance.

AS 3961 The storage and handling of liquefied natural gas

AS3978 Non-destructive testing—visual inspection of metal products and components
AS 4041 Pressure piping

AS/NZS 4081 The storage and handling of liquid and liquefied polyfunctional isocyanates
AS 4289 Oxygen and acetylene gas reticulation systems

AS 4326 The storage and handling of oxidizing agents (note that AS 4326 is not applicable to solid
ammonium nitrate. For the safe storage of solid ammonium nitrate please refer to the DMP code of
practice)

AS 4332 The storage and handling of gases in eylinders

AS/NZS 4452 The storage and handling of toxic substances

AS/NZS 4681 Storage and handling of Class 9 (miscellaneous) dangerous goods
AS 4745 Code of practice for handling combustible dusts

AS4839 The safe use of portable and mobile oxy-fuel gas systems for welding, cutting, heating and
allied processes

AS4971 Inspection and integrity monitoring of large steel vertical petroleum storage tanks
*AS 4976 The removal and disposal of underground petroleum storage tanks

*AS 4977 Petroleum products—Pipelines, road tanker compartment and underground tank
identification

*AS 4979 Flammable and combustible liquids—Precautions against electrostatic ignition during tank
vehicle loading

*AS 5092 CNG refuelling stations

*AS/NZS ISO 31000 Risk management—Principles and guidelines

*AS/NZS 60079.10.1 Explosive atmospheres—Classification of areas—Explosive gas atmospheres
*AS/NZS 60079 Electrical apparatus for explosive gas atmospheres (all parts)

*AS 61508 Functional safety of electrical/electronic/programmable electronic safety-related systems
(all parts)

*AS TEC 61511.1 Functional safety—Safety instrumented systems for the process industry sector—
Framework, definitions, systems, hardware and software requirements

*AS TEC 61511.2 Functional safety—Safety instrumented systems for the process industry sector—
Guidelines for the application of ASTEC 61511.1

*AS TEC 61511.3 Functional safety—Safety instrumented systems for the process industry sector—
Guidance for the determination of the required safety integrity levels

American Petroleum Institute (API) Documents

*API 579-1/ASME FFS-1 Fitness-For-Service

*API RP580 Risk-based inspection

*API RP581 Risk-based inspection technology

API 620 Design and Construction of Large, Welded, Low-Pressure Storage Tanks






